SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER

PUBLIC WATER
SYSTEM NAME: Webb County Water Utilities

Summary Page

PLANT NAME
OR NUMBER: Rio Bravo

| certify that | am familiar with the information contained in this report and that,

PWS ID No.: 2400022 to the best of my knowledge, the information is true, complete, and accurate.

Plant ID No.: 20831 Operator's Signature: AAO\-\- W—%‘é"

Report for e

the Month of: June 2019 Certificate No. & Grade: WS50012618, C Date:  July 10, 2019
Total number of turbidity readings: 133 Number of 4-hour perlods when plant was off-line: 47
Number of readings above 0.10 NTU: 15 Number of 4-hour periods when plant was on-line
Number of readings above 0.3 NTU: 0 but turbidity data was not collected: 0
Number of readings above 0.5 NTU: 0 Number of days when plant was on-line
Number of readings above 1.0 NTU: 0 but individual filter turbidity data was not collected: 0
Maximum allowable turbidity level: 0.3 Number of days with readings above 1.0 NTU: Ij] 2)
Percentage of readings above this limit: % (1) Number of days with readings above 5.0 NTU: [ 9

Bin Class: 2 Crypto Credit Required: 4.0 (7A) Crypto Credit Achieved: 4.5 (7B) Bin 3&4 Credits: 1.0 (7C)
Watershed Protection: 0.0 Conventional Treatment: 3.0 Second Stage Filtration: 0.0
Bank Filtration: 0.0 Enhanced Filter Performance: 0.5 uv: 1.0
Presedimentation with Coagulation: 0.0 Bag and Cartridge Filtration: 0.0 Ozone, Chlorine Dioxide: 0.0
Two-Stage Lime Softening: 0.0 Membrane Filtration: _00 Perform. Demonstration: 0.0
Number of days with low Inactivation (including Average log inactivation (including UV) for Giardia: 6.03
UV) for no more than 4.0 consecutive hours: 0 Average log inactivation) (including UV) for viruses: 84.38
Number of days with low inactivation (including Number of days when profiling data was not collected: 0
UV) for more than 4.0 consecutive hours: ﬂ (4) Number of days when CT data was not collected: 0
Minimum disinfectant residual required leaving the plant: 0.5 mg/L, measured as Total Chlorine
Number of days with a low residual Minimum pH In the last disinfection zone: 6.60
for no more than 4.0 consecutive hours: 0 Number of days with pH below 7.0 in the last disinfection zone: 18.00
Number of days with a low residual Number of days when disinfectant residual
for more than 4.0 consecutive hours: El (5) leaving the plant was not properly monitored: 0
_ DISTRIBUTION SYSTEM

Minimum disinfectant residual required in distribution system: 0.5 mg/L, measured as Total Chlorine

Total number of readings this month: 43 (atleast 30 required) (8)

Average disinfectant residual value: 1.70 Percentage of readings with a low residual this month: % (6A)

Number of readings with a low residual: 0

Number of readings with no detectable residual: 0 Percentage of readings with a low residual last month: % (6B)

ADDITIONAL REPORTS & WORKSHEETS

The Page 1 Addendum (Public Notices) is not required because there were no treatment technique or monitoring/reporting violations reported.
(® NONE O Filter Profila
® NONE O Filter Profile (9)

O cPE
O cPE (11)

(O Filtar Assassment
O Filter Assessment (10)

Additional report(s) for individual filter monitoring required:
Additional report(s) for individual filter monitoring submitted:
No additional IFE Reports are required this month.

.2-Turbidity Data P.4&5-Disinfection Data P.6-TOCMOR

P.3-Filter Data

Technol.

P
2
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E
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UV-CDA UV-Sensor Data UV-UVT Analyzer

STATISTICAL ANALYSIS OF TURBIDITY DATA

Settled Water

Maximum turbidity reading: 10.90 NTU Average turbidity value: 2.97 NTU
Stastical Minimum turbidity reading: 0.24 NTU Standard deviation: 2.523 NTU
Summary 95" percentile value: 723 NTU —

IFE Maximum IFE turbidity reading: 0.27 NTU Average IFE turbidity value: 0.08 NTU
Stastical Minimum IFEturbidity reading: 0.03 NTU Standard deviation: 0.038 NTU
Summary 95" percentile IFE value: 0.14 NTU "'

CFE Maximum CFE turbidity reading: 0.24 NTU Average CFE turbidity value: 0.08 NTU
Stastical Minimum CFE turbidity reading: 0.03 NTU Standard deviation: 0.032 NTU
Summary 95 percentile CFE value: ___043 NTU

Last Zone pH Maximum pH reading: 7.27 pH Average pH value: 6.94 pH
Stastical Minimum pH reading: 6.60 pH Standard deviation: 0.172 pH
Summary 95" percentile value: 7.21 pH
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SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES

OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

Turbidity Data Page
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWSID No.: 2400022 Plant ID No.: 20831 Connections: 1,942
Month: June Year: 2019 Population: 6,797
PERFORMANCE DATA e e SEECIATaRE
Treated RAW WATER SETTLED WATER TURBIDITY
Water Water ANALYSES (Optional Data) R A AL
Pumpage Pumpage Basin No. Combined Filter Effluent Turbidity Lowest
Date (MGD) {MGD) NTU Alk. 1 2 3 4 5 6 NTU1 NTU2 | NTU3 | NTU4 | NTUS | NTU6 ] Residual Timed
1 1.007 1.021 82 140 27 3.6 0.10 X X 0.09 0.09 0.06 23
2 1.060 1.002 26 140 35 51 0.05 X X 0.07 0.07 0.07 23
3 0.960 1.074 42 140 38 5.0 0.09 0.09 X 0.06 0.06 0.09 1.9
4 1.007 0.953 18 140 2.8 44 0.09 X X 0.10 0.09 0.10 1.6
5 1.021 0.940 21 140 15 4.6 0.10 X X 0.10 0.10 0.10 1.3
6 0.941 0.846 11 140 6.7 51 X X X 0.10 0.10 0.10 1.1
7 1.035 1.046 22 140 3.0 56 X X 0.06 0.09 0.09 0.09 1.2
8 1.058 1.054 34 140 56 10.9 X X 0.10 0.10 0.10 0.18 0.7
9 1.168 1.093 28 140 3.4 9.8 0.15 0.12 X 0.10 0.05 0.07 0.7
10 1.177 1.028 30 120 26 54 0.09 X 0.10 0.1 0.18 0.1 0.6
1 1.320 0.991 16 120 28 35 0.13 0.13 X 0.10 0.09 0.13 13
12 1.010 0.935 34 120 0.7 038 0.12 X 0.15 0.18 0.10 0.12 0.8
13 1.132 1.054 16 120 0.4 0.2 0.1 X 0.24 0.10 0.05 0.10 1.2
14 1.091 0.978 19 120 29 4.0 0.10 X X 0.10 0.09 0.07 1.2
15 1.005 1.004 24 120 0.8 4.7 0.09 X X 0.07 0.05 0.05 0.7
16 1.078 1.034 26 120 0.3 71 0.05 X X 0.04 0.04 0.09 1.0
17 1.152 1.095 21 140 03 10.7 0.04 X 0.07 0.05 0.04 0.08 0.8
18 1.208 1.041 24 140 03 6.2 0.08 X 0.08 0.09 0.09 0.09 0.9
19 1.094 1.085 28 140 0.3 38 0.09 X 0.08 0.08 0.08 0.08 26
20 1.124 1.020 33 140 08 1.7 0.08 X 0.09 0.09 0.08 0.08 1.7
21 1.153 1.021 27 140 1.6 1.0 0.09 X 0.07 0.06 0.05 0.05 28
22 1112 0.991 20 140 1.0 52 0.06 X 0.05 0.05 0.04 0.04 29
23 1.123 1.051 22 140 1.2 15 0.04 X 0.03 0.04 0.05 0.05 28
24 1.144 0.997 23 140 1.8 1.2 0.05 X 0.05 0.05 0.05 0.06 29
25 1.095 0.963 18 120 1.8 23 X X 0.07 0.07 0.08 0.09 27
26 1.043 0.807 18 120 18 09 X X 0.09 0.10 0.10 0.09 24
27 0.972 0.741 14 140 0.7 1.3 X X 0.09 0.09 0.10 0.09 24
28 0.911 0.853 16 120 12 20 X X 0.09 0.09 0.08 0.08 2.7
29 0.951 0.923 19 140 04 24 X X 0.08 0.06 0.05 0.05 15
30 0.967 0.975 26 120 1.0 0.5 X X 0.04 0.04 0.03 0.03 1.7
M
Total 32.119 20.616 Max 6.7 10.9 NOTE: ONLY use the "Time*" column to show the length of time that the
Avg 1.071 0.987 Avg 19 40 glcscl:;et::l!:llgl':i:?lual entering the distribution system fell below the
Max 1.320 1.095 ISSlh % 4.8 10.3
Min 0.911 0.741 Min 0.3 0.2
95th percentile based on data from all basins 7.2
Certificate No.
SUBMITTED BY: Ag\ﬂ v g \, &g LUTA R and Grade: WS0012618, C Date:  July 10, 2019
TCEQ - 00102D-MGD (Rev. 01-15-19) PAGE 2 SWMOR-AIt



SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

Filter Data Page
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019
PERFORMANCE DATA
INDIVIDUAL FILTER TURBIDITY
Filter No. 1 Filter No. 2 Filter No. 3 Filter No. 4 Filter No. 5 Filter No. 6 Filter No. 7 Filter No. 8 Filter No. 9 Filter No. 10
Date Max 4Hrs || Max | 4Hrs Max | 4Hrs Max | 4Hrs Max | 4Hrs Max 4Hrs || Max | 4Hrs Max 4Hrs || Max | 4Hrs Max | 4Hrs
0.08 0.06 0.12 0.03
2 0.06 0.06 0.08 0.05
3 0.09 0.06 0.08 0.04
4 0.11 0.06 0.07 0.06
5 0.09 0.06 0.09 0.04
6 0.09 0.10 0.09 0.10
7 0.09 0.06 0.14 0.05
8 0.22 0.09 0.09 0.08
9 0.10 0.08 0.27 0.06
10 0.10 0.15 0.10 0.13
11 0.08 0.12 0.18 0.10
12 0.10 0.09 0.11 0.05
13 0.10 0.12 0.09 0.14
14 0.08 0.07 0.08 0.05
15 0.06 0.12 0.07 0.03
16 0.07 0.12 0.10 0.04
17 0.06 0.09 0.1 0.07
18 0.11 0.10 0.13 0.03
19 0.22 0.07 0.08 0.03
20 0.12 0.08 0.08 0.05
21 0.08 0.05 0.08 0.03
22 0.09 0.07 0.07 0.07
23 0.09 0.08 0.07 0.04
24 0.05 0.06 0.07 0.05
25 0.06 0.05 0.06 0.04
26 0.07 0.04 0.07 0.08
27 0.12 0.10 0.10 0.04
28 0.06 0.05 0.09 0.04
29 0.08 0.05 0.09 0.04
30 0.05 0.04 0.05 0.08
3
Filter No.
i Criteria 1 2 3 4 5 6 7 8 9 10 Plant
s Number of days with event(s) above 0.5 NTU at 4.0 hrs this month
E Number of days with event(s) above 1.0 NTU this month 0 0 0 0
I-lUJ Number of days with event(s) above 1.0 NTU last month 0 0 0 0
E Number of days with event(s) above 1.0 NTU two months ago 0 0 0 0
E Total number of days with event(s) above 1.0 NTU in three months 0 0 0 0
8 Number of events above 2.0 NTU this month 0
: Number of events above 2.0 NTU last month 0
Er_: Does the filter/plant have an approved Corrective Action Plan? N N N N N
§ Is the plant required to submit a Filter Profile Report? N N N N
@ Is the plant required to submit a Filter Assessment Report? N N N N
Is the plant required to submit a Request for Compliance CPE? N
Certificate No.
SUBMITTED BY: AAO\\'G UQSG'U [ and Grade: WS0012618, C Date: July 10, 2019

TCEQ - 00102D-MGD (Rev. 01-15-19) PAGE 3 SWMOR-AIt



SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
Disinfection Data Page

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019

DISINFECTION PROCESS PARAMETERS

APPROVED CT STUDY PARAMETERS PERFORMANCE STANDARDS
Disinfection Zones Log Inactivations
Parameters D1A D1B D2 D3 D4 Giardia lamblia Cysts Viruses
Flow Rate (MGD) 1.250 1.250 0.625 1.250
0.5 2.0
T1o (minutes) 7.9 7.9 21.0 50.4
PERFORMANCE DATA PERFORMANCE DATA
DISINFECTION PROCESS DATA DISINFECTION PROCESS DATA
Cc Flow Temp Giardia Virus Inact. C Flow Temp Giardia Virus Inact.
Date] Disinfectant | (mg/L) [ (MGD) | (°C) pH Log Log Ratio | Timed Date | Disinfectant | (mg/L) | (MGD) | (°C) pH Log Log Ratio | Timed
FCL D1A 0.6 0.684 271 71 FCL D1A 0.1 0.668 26.0 6.8
FCL D18 0.7 0.684 | 271 71 FCL D1B 0.1 0668 | 265 6.7
1 FCL D2 1.2 0.342 261 7.3 515 127.09| 10.30 9 FCL D2 0.4 0.334 273 6.9 238 43.84 4.76
CLA D3 23 0.684| 264 7.0 (G) CLA D3 16 0668 | 298 6.8 (G)
D4 D4
FCL D1A 0.5 0.724 276 7.2 FCL D1A 0.2 0.661 28.3 6.7
FCL D1B 05 0.724| 269 7.2 FCL D1B 0.2 0661 279 6.6
2 FCL D2 1.0 0.362 26.9 7.2 477 105.53 9.54 10 FCL D2 07 0.330 261 6.6 4.29 7317 8.58
CLA D3 3.1 0.724| 263 7.2 G) CLA D3 28 0661 26.1 6.7 (G)
D4 D4
FCL D1A 04 0.700 26.0 7.2 FCL D1A 0.1 0.715 278 6.7
FCL D1B 08 0.700| 270 71 FCL D1B 0.2 0715 27.0 6.7
3 FCL D2 11 0.350 27.0 7.0 5.07 113.97 10.14 11 FCL D2 09 0.357 271 6.7 4.63 89.88 9.26
CLA D3 23 0.700 27.0 6.9 (G) CLA D3 25 0.715 275 6.8 (G)
D4 D4
FCL D1A 0.6 0.708 27.0 71 FCL D1A 1.2 0.690 26.9 741
FCL D1B 1.3 0.708 27.0 7.2 FCL D1B 09 0.690 271 7.1
4 FCL D2 11 0.354 27.0 741 5.01 119.81 10.01 12 FCL D2 0.6 0.345 27.3 6.9 3.91 8419 7.82
CLA D3 1.8 0.708 27.0 7.1 (G) CLA D3 1.7 0.690 271 6.8 (G)
D4 D4
FCL D1A 0.9 0.723 27.0 741 FCL D1A 0.2 0.683 264 71
FCL D1B 14 0.723 27.0 7.2 FCL D1B 03 0.683 26.2 6.9
5 FCL D2 1.0 0.361| 27.0 6.9 5.25 118.66 ) 10.49 13 FCL D2 0.2 0341 264 7.3 1.63 23.70 3.26
CLA D3 19 0.723 27.0 6.6 (G) CLA D3 23 0.683 274 6.9 (G)
D4 D4
FCL D1A 0.8 0.715| 267 7.0 FCL D1A 0.6 0683| 275 6.9
FCL D1B 09 0.715 274 6.9 FCL D1B 0.4 0.683 21.7 7.0
6 FCL D2 1.0 0.357 26.7 71 4.75 114.09 9.51 14 FCL D2 0.4 0.342 26.6 7.2 2.90 54.01 5.79
CLA D3 1.5 0.715| 2886 6.8 (G) CLA D3 2.4 0.683| 26.7 70 (G)
D4 D4
FCL D1A 0.1 0.705 261 7.0 FCL D1A 0.9 0.703 273 71
FCL D1B 0.2 0.705 27.2 6.9 FCL D1B 09 0.703 276 7.0
7 FCL D2 0.6 0.352| 270 6.9 3.00 58.59 6.00 15 FCL D2 0.5 0352| 283 71 4.03 81.92 8.06
CLA D3 1.8 0.705 26.6 7.0 (G) CLA D3 27 0.703 275 6.9 (G)
D4 D4
FCL D1A 0.1 0.690 26.7 6.9 FCL D1A 0.2 0.718 29.0 7.0
FCL D1B 0.1 0.690| 28.1 6.8 FCL D1B 0.3 0718| 29.0 74
8 FCL D2 03 0.345 277 6.9 2.01 34.16 4.03 16 FCL D2 0.5 0.359 29.0 7.0 3.41 60.89 6.83
CLA D3 1.8 0.690 289 6.6 (G) CLA D3 31 0.718 29.0 7.0 (G)
D4 D4
NOTE: = Use the TTTme=" column 10 Show the Tength of ime that The total Inactivation ratio was 16ss than
Certificate No.
SUBMITTED BY: AJACG Uq,gq e and Grade: WS0012618, C Date:  July 10, 2019

TCEQ - 00102D-MGD (Rev. 01-16-19) PAGE 4 SWMOR-AIt



SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
Disinfection Data Page (cont.)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019
DISINFECTION PROCESS PARAMETERS
APPROVED CT STUDY PARAMETERS PERFORMANCE STANDARDS
Disinfection Zones Log Inactivations
Parameters D1A DiB D2 D3 D4 Giardia lamblia Cysts Virus
Flow Rate (MGD) 1.25 1.25 0.63 1.25
0.5 2.0
T1o (minutes) 7.90 7.90 21.00 50.40
PERFORMANCE DATA PERFORMANCE DATA
DISINFECTION PROCESS DATA DISINFECTION PROCESS DATA
c Flow | Temp Giardia | Virus Inact. [ Flow | Temp Giardia Virus Inact.
Date | Disinfectant | (mg/L) | (MGD) (°C) pH Log Log Ratio | Timed Date | Disinfectant | (mg/L) | (MGD) (°C) pH Log Log Ratio | Timed
FCL D1A 0.6 0.726 291 7.0 FCL D1A 1.2 0.778 26.5 6.7
FCL D1B 0.7 0.726 295 6.9 FCL D1B 11 0.778 26.9 6.8 iy
17 FCL D2 04 0.363 29.0 71 275 61.59 5.51 25 FCL D2 1.0 0.389 26.1 6.6 5.79 115.14 11.58
CLA D3 0.9 0726 209 69 (G) CLA D3 29| o0778| 286| 68 (G)
D4 D4
FCL D1A 0.3 0.737 28.4 7.0 FCL D1A 1.3 0.773 274 6.9
FCL D18 0.4 0.737 288 7.0 FCL D18 1.0 0.773 274 6.9
18 FCL D2 06 0.368 287 71 3.78 73.89 7.57 26 FCL D2 1.4 0.386 26.6 7.2 5.87 14450 11.74
CLA D3 341 0.737 29.7 6.9 (G) CLA D3 26 0.773 26.6 71 (G)
D4 D4
FCL D1A 03 1.095 291 7.0 FCL D1A 13 0.749 265 7.0
FCL D18 04 1.095 29.8 6.9 FCL D1B 1.3 0.749 275 6.8
19 FCL D2 0.4 0.963 294 74 1.51 22.55 3.02 27 FCL D2 14 0.374 269 7.0 6.54 155.64 || 13.07
CLA D3 31 1.095 310 741 (G) CLA D3 25 0.749 276 6.9 (G)
D4 D4
FCL D1A 0.2 0.740 273 73 FCL D1A 0.6 0.694| 285 6.9
FCL D18 0.4 0.740 279 71 FCL D1B 0.8 0.694 289 6.8
20 FCL D2 03 0.370 215 7.3 212 3423 424 28 FCL D2 1.0 0.347 282 70 5.89 121.56 | 11.78
CLA D3 28 0.740 275 7.3 (G) CLA D3 3.4 0.694 293 6.9 (G)
D4 D4
FCL D1A 0.5 0.737 290 74 FCL D1A 0.3 0.705 27.7 6.8
FCL D1B 04 0.737 288 7.3 FCL D1B 0.4 0.705 277 6.8
21 FCL D2 04 0.369 289 7.3 294 55.49 5.88 29 FCL D2 0.7 0.352 28.2 6.9 4.36 81.60 8.72
CLA D3 3.0 0.737 294 71 (G) CLA D3 3.1 0.705 289 6.9 (G)
D4 D4
FCL D1A 0.7 0.745 28.7 7.2 FCL D1A 0.8 0.718 2741 7.0
FCL D1B 0.8 0.745 286 7.2 FCL D18 0.9 0.718 273 6.9
22 FCL D2 0.6 0.373 300 7.2 4.26 87.33 8.51 30 FCL D2 1.0 0.359 268 7.0 5.34 11455| 10.68
CLA D3 3.3 0.745 30.0 7.2 (G) CLA D3 31 0.718 284 7.0 (G)
D4 D4
FCL D1A 0.9 0.754| 292 7.4 Di1A
FCL D1B 0.9 0.754 291 7.8 D1B
23 FCL D2 0.4 0.377 29.0 7.2 3.28 68.40 6.57 3 D2
CLA D3 33 0.754 29.2 7.2 (G) D3
D4 D4
FCL D1A 0.9 0.760 283 74 Max 6.54 155.64] 13.07
FCL D1B 09 0.760 28.0 73 Min 1.51 2255 3.02
24 FCL D2 06 0.380 289 7.2 4.24 90.82 8.48 Avg 4.03 84.36 8.06
CLA D3 33 0.760 250 6.9 (G) SD 1.33 3495 266
D4
M; = ONLY use the "Time=" column to show the length of time that the total inactivation ratio was less than 1.00.
Certificate No.
SUBMITTED BY: A(}o \\‘p_. dagg‘ug‘l_ and Grade: WS0012618, C Date: July 10, 2019
TCEQ - 00102D-MGD (Rev. 01-15-19) PAGE 5 SWMOR-AIt



MONTHLY TOTAL ORGANIC CARBON REMOVAL REPORT (TOCMOR)

FOR SURFACE WATER OR GROUND WATER UNDER THE INFLUENCE OF SURFACE WATER SYSTEMS

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 PlantiD No.: __ 20831 Month: June Year: _ 2019
Type of Conventional Hneonyertions!
treatment: explain:
Note: Systems are required to run one TOC Sample Set every month. Additional space is provided for those systems that do additional sampling
Monthly TOC Sample Set Step 1 Optional data INDIVIDUAL SAMPLE
Test Raw Raw Treated Ac;;::’:’:g © | Required % Remit:; ;a“o Step 2 Required | Step 2 Removal COMPLIANCE
Test No. Date Alkalinity TOC TOC Removal % Removal Ratio REMOVAL RATIO
Enter the Sample Set results calculated T calculated calculated
1 6/3 140 3.22 2.39 258 15 1.72 1.72
2
3
4
5
6
7
8
9
10
1
12
13
14
15
16
17
18
19
20
2
22
23
24
25
26
27
28
29
30
3
Avg 140.00 3.22 239 25.78 1.72 1.72
Max 140.00 3.22 239 25.78 1.72 1.72
Min 140.00 3.22 239 2578 1.72 1.72
TOTAL ORGANIC CARBON (TOC) REMOVAL SUMMARY
TOC Summary Monthly
Compliance
Raw Water Alkalinity Raw Water TOC Treated Water TOC TOC % Removal ACC # used Ratio
140 3.22 2.39 25.8 oAy 1.72
| certify that | am familiar with the information contained in this report and that, to the best of my knowledge, the information
is true, complete, and accur:
Operator’ S /Azé’; Certificate o: )
Signature: AQ‘LJ! b and Grade:  WS0012618, C Date:  July 10, 2019
Submit the report by the 10th of the month following the reporting period to:
TEXAS COMMISSION ON ENVIRONMENTAL QUALITY
WATER SUPPLY DIVISION/PUBLIC DRINKING WATER SECTION (MC-155)
P.O. BOX 13087, AUSTIN, TEXAS 78711-3087
TCEQ - 001020-MGD (Rev. 01-15-19) TOCMOR, Page 1 - Summary SWMOR-Alt




UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES

OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER
UV Calculated Dose Approach Reactors

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019
VALIDATED OPERATIONAL CONDITIONS
VALIDATED PARAMETERS PERFORMANCE REQUIREMENTS
Reactor Number Crypto Log Required UV Dose
Parameters uveo uvcD2 uvCcD3 UVCD4 UVvCDS Inactivation {mJicm?)
Max Validated Flow Rate (MGD) 5.080 5.080 5.080 4 #6d
Min Validated UVT (%) 69.20 69.20 69.20
PERFORMANCE DATA PERFORMANCE DATA
OPERATIONAL DATA OPERATIONAL DATA
Total Max. Min Miﬂiml:lm A‘_iifJS!Ed Total Consec. Foial Max. Min Minim?m Ai_:ljysted Total Consec.
Reactor | Product. |Flow Rate uv Meas'd Sensor | Minimum || Off-Spec | Off-Spec Reactor | Product. |Flow Rate Uy Moas' Sensor | Minimum || Off Spec | Off-Spac
MG) (MGD) Trnans. uv Dos:a CF uv Dosze Product. Hours (MG} (MGD) Trans. uv Dos: CF uv Dos:: Product. Hours
Dite (%) [(mJricm?) {mJicm?) (MG) (hr) G (%) (mJlem?) {mJ/cm?) {MG) (hr)
1] 0428 0.616 83.68 0.00 1.00 0.00 0.006 0.25 1] 0.348 0.924 90.84 0.00 1.00 0.00 0.100 0.25
2| 0.558 0.836 83.68 0.00 1.00 0.00 0.006 2| 0.468 1.220 90.84 0.00 1.00 0.00 0.013
1 3 X X X X X X X 9 3 X X X X X X X
4 4
5 5
1| 0.446 0.658 86.86 29.73 1.00 29.73 0.000 0.000 1] 0472 0.614 90.01 0.00 1.00 0.00 0.005 0.25
2| 0.584 0.909 86.88 17.73 1.00 17.73 0.000 2] 0634 0.832 90.01 0.00 1.00 0.00 0.007
2 3 X X X X X X X 10 3 X X X X X X X
4 4
5 5
1] 0422 0.683 73.45 9.65 1.00 9.65 0.000 0.000 1] 0.533 0.625 84.29 28.72 1.00 28.72 0.000 0.000
2| 0548 0.909 73.45 18.37 1.00 18.37 0.000 2| 0729 0.845 84.29 18.47 1.00 18.47 0.000
3 3 X X X X X X X 1 3 X X X X X X X
4 4
5 5
1] 0854 1.460 90.45 0.00 1.00 0.00 0.010 0.25 1] 0.387 0.773 83.61 0.00 1.00 0.00 0.003 0.25
2| 0.085 0.847 90.45 34.46 1.00 34.46 0.000 2| 0527 1.075 83.61 0.00 1.00 0.00 0.012
4 3 X X X X X X X 12 3 X X X X X X X
4 4
5 5
1] 0421 0673 88.94 34.55 1.00 34.55 0.000 0.000 1] 0454 0.809 86.95 0.00 1.00 0.00 0.008 0.25
2] 0571 0.892 88.94 29.04 1.00 29.04 0.000 2| 0.601 0.964 86.95 1.72 1.00 1.72 0.008
5 3 X X X X X X X 13 3 X X X X X X X
4 4
5 5
1| 0377 0.629 91.01 36.36 1.00 36.36 0.000 0.000 1| 0.448 0.607 86.98 0.00 1.00 0.00 0.004 0.25
2| 0509 0.846 91.01 30.22 1.00 30.22 0.000 2| 0598 0.832 86.98 0.00 1.00 0.00 0.006
€ 3 X X X X X X X 14 3 X X X X X X X
4 4
5 5
1| 0.426 0.680 91.81 0.00 1.00 0.00 0.005 0.25 1| 0.420 0.649 8568 0.00 1.00 0.00 0.006 0.25
2| 0556 0.933 91.81 0.00 1.00 0.00 0.007 2| 0.563 0.860 8568 2417 1.00 2417 0.000
7 3 X X X X X X X 15 3 X X X X X X X
4 4
5 5
1] 0410 0.604 91.23 0.00 1.00 0.00 0.004 0.75 1| 0.456 0.670 84.66 26.17 1.00 26.17 0.000 0.000
2| 0541 0.809 91.23 0.00 1.00 0.00 0.005 2| 0618 0.918 84.66 16.72 1.00 18.72 0.000
8 3 X ¥ X X X X X 16 3 X X X X X X X
4 4
5 5
. J Certificate No.
SUBMITTED BY: Aéo\\ [ ﬂsque"(_ and Grade: WS0012618, C Date: July 10, 2019
TCEQ - 00102D-MGD (Rev. 01-15-19) uv, CDA SWMOR-Alt



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
UV Calculated Dose Approach Reactors (cont.)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019
TRUE
VALIDATED OPERATIONAL CONDITIONS
VALIDATED PARAMETERS PERFORMANCE REQUIREMENTS
Reactor Number Crypto Log Required UV Dose
Parameters uveD1 uvCcD2 UvCcD3 UVCD4 UvCD5 Inactivation {mJicm?)
Max Validated Flow Rate (MGD) 5.080 5.080 5.080 i _—
Min Validated UVT (%) 69.20 69.20 69.20
PERFORMANCE DATA PERFORMANCE DA?A
OPERATIONAL DATA OPERATIONAL DATA
Total Max. Min Mi"iml:lm A|.:Ij|..|sted Total Consec. Totai i Min Minimn:lm Atfljfxsted Total Consec.
Reactor | Product. |Flow Rate uv Meas'd | Sensor | Minimum || Off-Spec | Off-Spec Resictor | Prsduct |ElowRate uv Meas'd | Sensor | Minimum || Off-Spec | Off-Spec
(MG) (MGD) Trfns. uv Dos}e CF uv Dos:z Product. | Hours (MG) (MGD) Trans. uv Dos:a CF uv Dos:.- Product. Hours
Dits (%) (mJlem’) (mJlem®) (MG) (hr) Dt (%) (mJlcm?) {mJfem?) (MG} (hr)
1 0.456 0.663 86.76 23.27 1.00 23.27 0.000 0.000 1] 0.460 0.793 84.78 10.37 1.00 10.37 0.000 0.000
2| 0614 0.896 86.76 24,78 1.00 24.78 0.000 2| 0628 1.115 84.78 12.65 1.00 12.65 0.000
17 3 X X X X X X X 25 3 X X X X X X X
4 4
5 5
1 0.507 0.700 88.66 24.78 1.00 24.78 0.000 0.000 1] 0.434 0.873 82.93 24.01 1.00 24.01 0.000 0.000
2| 0675 0946 88.66 12.50 1.00 12.50 0.000 2| 0592 1.194 82.93 1777 1.00 17.77 0.000
18 3 X X X X X X X 26 3 X X X X X X X
4 4
5 5
1] 0458 0.699 87.30 0.00 1.00 0.00 0.004 0.25 1] 0.392 0.842 85.37 26.36 1.00 26.36 0.000 0.000
2| 0817 0.966 87.30 0.00 1.00 0.00 0.006 2| 0.535 1.142 85.37 18.96 1.00 18.96 0.000
19 3 X X X X X X X 27 3 X X X X X X X
4 4
5 5
1 0.493 0.662 85.95 0.00 1.00 0.00 0.004 0.25 1 0.387 0.611 84.95 0.00 1.00 0.00 0.004 0.25
2| 0.666 0.901 85.95 0.00 1.00 0.00 0.006 2| 0514 0.843 84.95 0.00 1.00 0.00 0.006
20 3 X X X X X X X 28 3 X X X X X X X
4 4
5 5
1 0.474 0.667 82.83 0.00 1.00 0.00 0.005 0.26 1| 0.409 0.644 84.71 0.00 1.00 0.00 0.004 0.25
2| 0639 0.886 82.83 0.00 1.00 0.00 0.007 2| 0543 0.886 84.71 0.00 1.00 0.00 0.006
21 3 X X X X X X X 29 3 X X X X X X X
4 4
5 5
1] 0452 0664 85.03 0.00 1.00 0.00 0.009 0.50 1] 0411 0.701 85.54 0.00 1.00 0.00 0.019 0.75
2| 0.609 0.907 85.03 0.00 1.00 0.00 0.012 2| 0524 0.940 85.54 0.00 1.00 0.00 0.026
22 3 X X X X X X X 30 3 X X X X X X X
4 4
5 5
1 0.455 0.686 84.88 15.95 1.00 15.95 0.000 0.000 1
2| 0615 0,946 84.88 5.09 1.00 5.09 0.000 2
23 3 X X X X X X X 3 3
4 4
5 5
1 0.441 0.693 85.00 2.43 1.00 2.43 0.007 0.25
2| 0.605 0.915 85.00 24.78 1.00 24.78 0.000
24 3 X X X X X X X
4
5
Certificate No.
SUBMITTED BY: Aéo‘\o thl‘..v-c g o} and Grade: WS0012618, C Date: July 10, 2019
TCEQ - 00102D-MGD (Rev. 01-15-19) UV, CDA SWMOR-AIt



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
UV Calculated Dose Approach - Daily Minimum Inactivation Summary Page

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019
DAILY MINIMUM INACTIVATION | DAILY MINIMUM INACTIVATION
SUMMARY DATA SUMMARY DATA SUMMARY DATA SUMMARY DATA
& & . ) . ) :
£ Inactivation Credit | § Min 5 Min £ Min
‘E Min Achieved % Min Inactivation % Min Inactivation E Min Inactivation
% Dose Giardia | Virus | Crypto ﬁ Dose Giardia | Virus | Crypto ‘é Dose Giardia | Virus | Crypto ‘ft‘a': Dose Giardia | Virus | Crypto
_& Date | (mJicm®) Log Log Log E" Date | (mJem?) Log Log Log © Date | (mJem?) Log Log Log g Date | (mJicm’) Log Log Log
1 0.00* 1.00 0.00 1.00 9 0.00* 1.00 0.00 1.00 17 23.27 4.00 0.02 1.00 25 10.37 2.90 0.00 1.00
2 17.73 3.69 0.00 1.00 10 0.00* 1.00 0.00 1.00 18 12.50 3.19 0.00 1.00 26 17.77 3.70 0.00 1.00
3 9.65 2.80 0.00 1.00 11 18.47 375 0.00 1.00 19 0.00* 1.00 0.00 1.00 % 27 18.96 3.78 0.00 1.00
; 4 0.00* 1.00 0.00 1.00 z 12 0.00* 1.00 0.00 1.00 z 20 0.00* 1.00 0.00 1.00 :°._. 28 0.00* 1.00 0.00 1.00
- 5 20.04 4.00 0.20 1.00 — 13 0.00* 1.00 0.00 1.00 — 21 0.00* 1.00 0.00 1.00 29 0.00* 1.00 0.00 1.00
6 30.22 4.00 0.24 1.00 14 0.00* 1.00 0.00 1.00 22 0.00* 1.00 0.00 1.00 30 0.00* 1.00 0.00 1.00
7 0.00* 1.00 0.00 1.00 15 0.00* 1.00 0.00 1.00 23 5.09 1.98 0.00 1.00 H 1.00
8 0.00* 1.00 0.00 1.00 16 16.72 3.62 0.00 1.00 24 2.43° 1.21 0.00 1.00
Total volume of water treated by all CDA reactors: 3060 MG Raw water pumpage and total
Total volume of off-spec water produced by all CDA reactors: 034 MG preduction by all UV reactors differ 9,
e ——————— by more than 15% on these days:
Percentage of off-spec water produced by all CDA reactors: 1.11 %
Crypto Log-Inactivation Credit for treatment by CDA reactors: 1.00 log
Certificate No.
SUBMITTED BY: AJ‘,["‘, l} A3que and Grade: WS0012618, C Date: July 10, 2019
T

TCEQ - 00102D-MGD (Rev. 01-15-19) UV, CDA - Summary Page SWMOR-AIt



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
UV Sensor Calibration for Calculated Dose Reactors

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWSID No.: 2400022 Plant ID No.: 20831 Month: June Year: _ 2019
CALIBRATION DATA | b CALIBRATION DATA
oy Calibrati c Dose React
CDA UV Sensor Calibration Report for Calculated Dose Reactors cDA UV Sensor Report for se
D Ref
Reactor | calibration puyy | Do | mer ot | oot | | puty | catcutated Reactor puy | Dutv | Ref sencor | sensor | car | DU | cokculates
Nombe | O { ony | Sovr | Sevsn | Resaig | Raning | v [ oeer | Somter || wmber | cttton| sqru | Sevsr | Sensr | meing | mesing | o | Sune | e
(mdem?) | (mJrem?) P Date {mdicm?) | (mJrem?)
Previous. 1 92 44 67.00 64.00 105 NA 1.00 Previous 1
Month’s 2 Month's 2
Sensor CF Sensor CF
3 3
100 4 4
UVED No. 1 Calibration 5 UVED No. 6 Calibration 5|
Date & Date 6
6/119 7 7
New 8 New 8
Sensor CF g Sensor CF g
1.00 10 10
Previous 1] 38 44 74.00 67.00 110 NA 1.00 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
1.00 4 4
ibrati 5 Calibration 5
UVCD No. 2 Date A UVCD No. 7 Date 3
6/1/19 7 7
New 8, New 8
Sensor CF ol Sensor CF 9
1.00 10 10
=i
Previous 1 39 44 91.00 81.00 112 off-line Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
1.00 4 4
Calibration 5 5
N .
UvCP No. 3 Date 5 UVCD No. 8 Date A
6/1119 7 7
New 8 New 8
Sensor CF g Sensor CF 9
1.00 10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
a 4
Calibration 5 P 3
UVCD No. 4 Date A UVCD No. 9 Date A
7 7
New 8 New 8
Sensor CF 9 Sensor CF 9
10) o
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
4 4
C 5 5
UVCD No. & Date A UVCD No. 10 Date A
7 7
New 8 New 8
Sensor CF ° Sensor CF 9
10 10,
c&o\; Certificate No.
SUBMITTED BY: v LS CAN & and Grade: Ws0012618, C Date: July 10, 2019

TCEQ - 001020-MGD (Rev. 01-15-19) UV, CDA Sensors SWMOR-Alt



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

UV Sensor Calibration for Calculated Dose Reactors (cont.)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS D No.: 2400022 Plant ID No.: 20831 Month: June Year: _ 2019
CALIBRATION DATA CALIBRATION DATA
cali i c R
CDA UV Sensor Report for C Dose Reactors CDA UV Sensor C: Report for Dose
Reactor Duty Ref Reactor Duty Ref
puty | B Rl | it | omaneer | e Duty | Calculated outy | D9 | Rt | goncnr | sensor | can Duty | Calculated
Number Calibration | gansor Sensor | Sensor Reading Reading | Ratio Sensor Sensor Number Calibration | gensor Sensor | Sensor Reading Reading | Ratio Sensor Se(r:l:m
Si | # i i i Replaced?
Date erial Serial # (erz:m’] ‘mﬂcm,] Replaced? CF Date Serial # | Serial # ‘mem,, (mchm‘) epla
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
4 4
Calibration 5 5
No., 1 3
uvco 1 Date A UVCD No. 16 Date =
7 7
New 8 New 8
Sensor CF a Sensor CF 9
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
4 4
UVCD No. 12 Calibration 5 UVED No. 17 Calibration 5
Date 6 Date 6
7 7
New 8 New 8
Sensor CF 9| Sensor CF 9
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF 3 Sensor CF 3
4 4
UVCD No. 13 5 UVED No. 18 e
Date 6 : Data 6
7 7
New 8 New 8
Sensor CF g Sensor CF g
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF 3 Sensor CF 3
4 4
Calibration 5 Calibration 5
No.,
UVCD No. 14 Date 2 UVCD No. 19 Date 5
7 7
New 8 New 8
Sensor CF 9 Sensor CF g
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3,
4 4
UVCD No. 15 | Calibration 3 UVED No. 20 5
Date 6 Date 6
7 7
New 8 New 8
Sensar CF g Sensor CF 9
10 10
C’ " Certificate No.
SUBMITTED BY: Ql QY] QS que and Grade: WS0012618, C Date: July 10, 2019
\ t
TCEQ - 00102D-MGD (Rev. 01-15-18) UV, CDA Sensors - Addendum SWMOR-Alt



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

UVT Analyzer Calibration
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID 20831 Month: June Year: _ 2019
#VALUE! .
CALIBRATION DATA s = CALIBRATION DATA ) o
Benchtop UVT Analyzer Serial Number: P0108955 Benchtop UVT Anal; Serial N d P0108955
uvT Calibration 03;:::& On-liPe Sfrrnapble Difference Recalibration Oth.er uvt Calibration o:.]ldl‘:]e n:line. S::p‘l’le Difference Recallbration Dihar
Analyzer D Date Analyzer R.eadmg Reading (% UVT) Performe:‘;l? Astion Analyzer A Date Analyzer Rneading Reading | (% UVT) Perf_orrned? fiction
Number Serial # {% UVT) (% UVT) (if Diff > 2%) Taken Number Serial # (% UVT) (% UVT) (if Diff > 2%) Taken
1 6/1/19 78713 92.80 91.60 1.20 NA NA 1
2 6/3/19 78713 87.60 9260 5.00 YES NA 2
UVTNo.1 |} 3 61019 78713 90.60 90.20 0.40 NA NA UVTNo. 111 3
4 6/17/19 78713 88.60 89.10 0.50 NA NA 4
5 6/24/19 78713 88.80 89.30 0.50 NA NA 5
1 1
2 2
UVT No. 2 3 UVT No. 12 3
4 4
5 5
1 1
2 2
uvTNo.3 | 3 UTNo. 13| 3
4 4
5 5
1 1
2 2
uvTNo.a | 3 UVTNo. 14] 5
4 4
5 5
1 1
2 2
UVT No. 5 3 UVT No. 15 3
4 4
5 5
1 1
2 2
UVT No. 6 3 UVT No. 16 3
4 4
5 5
1 1
2 2
UVT No. 7 3 UVT No. 17 3
4 4
5 5
1 1
2 2
UVT No. 8 3 UVT No. 18 3
4 4
5 5
1 1
2 2
UVT No. 9 3 UVT No.19] 3
4 4
5 5
1 1
2 2
UVT No. 10 3 UVT No. 20 3
4 4
5 5
Certificate No.
SUBMITTED BY: IAJQ\"D \l‘\i et and Grade: WS0012618, C Date: July 10, 2019

TCEQ - 00102D-MGD (Rev. 01-15-19) UV, UVT Analyzer SWMOR-Alt



SURFACE WATER MONTHLY OPERATING REPORT
FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

LT2ESWTR Summary Page
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: June Year: 2019
TREATMENT TECHNOLOGIES
| e— PRETREATMENT CREDITS FILTRATION TECHNOLOGY CREDITS vmﬂﬂﬂﬂzﬁnﬂnm u_m_zmmnqmwmm_wm:z0r0m< oEmMManwmgmzq
the treatment kst
processes in = Presed. Two-stage Conventional Conventional Bag or Membrane Membrane Membrane Enhanced Optimized Crypto uv uv
each train. | Riverbank with Lime | Sedimentation or | Granular Media| Cartridge | o539 | ‘mieation | Filtration | Filtration CFE IFE Chemical | Disinfect. | Disinfect. | Yatershed | Perform.
no.“.mhm_é Filtration | coagul. | Softening | Clarification Filters Filtration | " tration (PBT) (QBT) (MBT) Perform. | Perform. | Disinfect. | (ISA) {coa) | FProtection |  Demon.
Overall FALSE FALSE FALSE TRUE TRUE FALSE FALSE FALSE FALSE FALSE TRUE FALSE FALSE FALSE TRUE FALSE FALSE
Train 1 TRUE TRUE TRUE FALSE TRUE
Train 2
Train 3
Train 4
Train §
1 2.50 1.00
2 2.50 1.00
3 2.50 1.00
4 2.50 1.00
5 2.50 1.00
6 2.50 1.00
7 2.50 1.00
8 250 1,00
9 2.50 1.00
10 2.50 1.00
11 2.50 1.00
12 2.50 1.00
13 2.50 1.00
14 250 1.00
15 2.50 1.00
16 0.50 2.50 0.50 1.00
17 250 1.00
18 2.50 1.00
19 2.50 1.00
20 2.50 1.00
21 250 1.00
22 2.50 1.00
23 2.50 1.00
24 2.50 1.00
25 2.50 1.00
26 2,50 1.00
27 2.50 1.00
28 2,50 1.00
29 2.50 1.00
30 2.50 1.00
31
MIN 0.5 25 05 1,00 —_
TCEQ - 00102D-MGD (Rev. 01-15-19) LT2 Summary - Page 1 SWMOR-Alt



SURFACE WATER MONTHLY OPERATING REPORT
FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
LT2ESWTR Summary Page (cont)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utilities OR NUMBER: Rio Bravo
PWS ID No.: 2400022 PlantID No.: 20831 Month: June Year: 2019
GIARDIA AND
CRYPTOSPORIDIUM GIARDIA INACTIVATION CREDITS VIRAL INACTIVATION CREDITS
TREATMENT CREDITS
Total Daily Credit By Train Total Daily Bin 3 & 4 Credit by Train Total Daily Inactivation Credit By Train Total Daily Inactivation Credit by Train
Overall
Train 1 TRUE £ TRUE £ TRUE £ TRUE £
Train 2 FALSE m FALSE m FALSE m FALSE m
Train 3 FALSE £ FALSE E FALSE 5 FALSE £
Train 4 FALSE = FALSE = FALSE = FALSE =
Train § FALSE FALSE FALSE FALSE
1 4.50 4.50 1.00 1.00 6.15 615 | 127.09 127.09
2 | 450 4.50 1.00 1.00 8.84 884 | 10553 105.53
3 || 450 450 1.00 1.00 7.87 7.87 | 113.97 113.97
4 || 450 4.50 1.00 1.00 .01 6.01 | 119.81 119.81
5 || 450 4,50 1,00 1.00 9.25 925 | 118.85 118.86
6 || 450 4.50 1.00 1.00 875 875 | 114.33 114.33
7 || 450 4.50 1.00 1.00 4,00 400 | 5859 58.59
8 || 450 4,50 1,00 1.00 3.01 3.01 34.16 34.16
9 || 450 4.50 1.00 1.00 3.38 338 | 4384 43.84
10 || 450 4.50 1,00 1.00 529 520 | 73.17 7317
11 4.50 4.50 1.00 1.00 8.38 838 89.88 89.88
12 || 450 4.50 1,00 1.00 4.91 4.91 84.19 84.19
13 || 450 4.50 1.00 1.00 263 263 | 2370 2370
14 || 450 450 1.00 1.00 3.90 390 | s4.01 54.01
15 || 450 4.50 1.00 1.00 5.03 503 | 8192 81.92
16 || 450 4.50 1.00 1.00 7.04 7.04 | 80.89 60.89
17 || 450 4.50 1.00 1.00 6.75 675 | 6161 61.61
18 | 450 4.50 1.00 1.00 6.97 697 | 73.89 73.89
19 | 450 4.50 1.00 1.00 2,51 2,51 2255 22.55
20 | 450 450 1.00 1.00 3.12 312 | 3423 3423
21 4,50 450 1.00 1.00 3.94 394 | 5549 55.49
22 | 450 4.50 1.00 1.00 5.26 526 | 87.32 87.33
23 || 450 450 1.00 1.00 527 527 | 68.40 68.40
24 || 450 4,50 1.00 1.00 5.46 546 | 9082 90.82
25 || 450 4.50 1.00 1.00 8.70 g7a [ 11514 115.14
26 || 450 4,50 1.00 1.00 9.57 957 [ 144.50 144.50
27 || 450 4,50 1.00 100 | 1032 10.32 || 15564 155.64
28 || 450 4.50 1.00 1.00 689 6.89 | 12156 121.56
29 | 450 4,50 1.00 1.00 5.36 536 | 8160 81.60
30 || 450 4.50 1.00 1.00 6.34 634 | 11455 114.55
3
MIN 4.50 4.50 1.00 1.00 251 2.51 22.55 2255
AVG 4.50 450 1.00 1.00 6.03 6.03 | 8438 84.38
MAX 4.50 4.50 1.00 1.00 | 1032 10.32 | 15564 155.64

TCEQ - 00102D-MGD (Rev. 01-15-19) LT2 Summary - Page 2 SWMOR-Alt




